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ANNEX 2





ROOM TEMPERATURE MEASUREMENTS





MONITORING AUDIT





DAY NURSERY MODEL





8 December 1998





CODE





PURPOSE OF  USE





HEAT





EXTERNAL





RADIATOR





   RADIATOR





MEASURED 





INTAKE AIR





NOTE





LOAD





LOAD





VALVE





no





heat





TEMP °C





TEMP °C





1)





2)





3)





Hall





playroom





empty





no





therm./man





x





20.9





-





2 radiators, only one with thermo





Corridor





normal





no








22.0





20.5





Hedgehogs





group room





normal








no








therm./man








x





21.4





-





2 radiators, only one with thermo








Ants





group room








empty








no








therm





x





23.7





-





no thermostat





Bobcats





group room








empty








no








therm./man








x





22.1





-





2 radiators, only one with thermo








Goldfish





group room








empty








no








therm.





x





20.3





-





window open





Goldfish





resting room





normal








no








therm./man








x





23.0





-





2 radiators, only one with thermo








Moles





group room








normal








no








therm./man








x





24.4





-





2 radiators, only one with thermo








Moles





group room








empty








no








therm.





x





22.7





-





Computer room





normal








no





therm.





x





23.3





-





Temperatures measured on 8 December1998 at 13.00-15.00, weather slightly cloudy, temperature approx. - 5°C





Intake air measured at ventilation equipment: 21 °C





1) EMPTY ROOM / NORMAL LOAD / HEAVY LOAD





2) SUN SIDE/ SHADY SIDE





3) THERMOSTAT VALVE / MANUAL VALVE








